HADUWACO

Dién thoai Lab: 02203.833.966

CONG TY CO PHAN KINH DOANH NUGC SACH HAI DUONG
S6 10, duong Hong Quang, phuong Quang Trung, Tp Hai Duong, tinh Hai Duong

PHIEU KET QUA THU NGHIEM

TEST REPORT

BM 12.01

Sé/No: 09.2020

Nudc sach chi nhanh KDNS s6 11- tram Nam Sach

1. Tén mau/Name of sample:
2. Tén/dia chi khach hang: NS09.1.2: Nudc bé chira Tram Nam Sach
Name/Address of customer NS09.1.3 : Nudc voi hd din 420 Tran Hung Pao- Nam Sach.
3. MO ta mau/Description: Nudc sach - dong trong chai nhua 500 ml.
4. Ngay nhan mau/Date ofreceiving: 08/07/2020
5. Ngudi lay/giri maw/Sampler: CB k¥ thuat chi nhanh s6 11 14y va giri mau vé.
6. Thoi gian thir nghiém/ festing time: 08/09/2020
7. Két qua thir nghiém/Test result: 18/09/2020
N QCVN 01- Két qua
TT Tén chi tiéu Phwong phép thir “: 1:2018/BYT Result
No. Parameters Test method Unit Ngudng gidi han NS09.1.2 | NS09.1.3
cho phép
IR o TCVN :
1 | Mau sac™) 6185:2015 Pt-Co <15 0 0
2 | Miti, vi® CL HD PP03 g Khéng c6 mui, vi Comui | Comui
la clo clo
- TCVN : Trongkhodng 710
3 | BH 6492:2011 6.0-8.5 e '
4 |1 CL.HD.PP08 ’c : 24.8 238
D6 dan dién CLHDPP09 | uS/em - 1882 | 190.6
6 | Tong chit ran hoa tan(TDS) | SMEWW 2540C | mg/l 1000 95.5 99.4
(*)(*%) TCVN Trong khOéng 03
7 | Clodutu do 6225-2:2012 mg/L 3T 0.3 .
% *) SMEWW
8 | Do duc 2130 B:2017 NTU ons 0.64 0.60
- TCVN
9 | Chi s0 pecmanganat 6186-1996 mg/L <2 0.64 0.64
; t TCVN "
10 | Chloride (CI') 61941996 mg/L 250(hoac 300) 21.3 213
~ - - (*) TCVN
11 | Do cung, tinh theo CaCO; 6224:1996 mg/L <300 94 94
HACH
12 | Mangan (Mn) 290 Method mg/L <0.1 0.002 0.002

Khéng duge trich

Cac két qua thir nghiém ghi trong phiéu ndy chi ¢6 gia tri doi v6i mau thir nghigm/Tes result are valid for the submitted sample(s) only.
mét phin phiéu két qua thir nghiém néu khéng c6 sir dong ¥ bing vin ban ciia Phong KTCL/
The test report must not be reproduced without the written approval of Quality control department.

Tén méuy, tén khach hing duoe ghi theo yéu cau ciia noi giri maw/ Name of sample(s) and customer are written as customer’s request.

Phiéu két qua nay dugc lam thanh 02 ban: 01 ban tra cho khach hang, 01 ban lwu tai Phéng KTCL/

The test result are printed in 02 documents; 01 document is given to customer; 01 document is stored at Quality control department

Lan ban hanh; 04

Trang 1/2




CONG TY CO PHAN KINH DOANH NUGC SACH HAI DUONG
S4 10, dudong Hong Quang, phudng Quang Trung, Tp Hai Duong, tinh Hai Duong
Dién thoai Lab: 02203.833.966

HADUWACO

PHIEU KET QUA THU NGHIEM BM 12.01
TEST REPORT
So/No: 09.2020
: QCVN 01- Két qua
o Tén chi tidu P"““'t‘l‘lg&phap Ponvi | 1:2018/BYT Result
Ranmeters Testmethod | Dot | DEwinggitl foeenon s 'Ns0o13
han cho phép
< * TCVN
13 | Sat (Ferrum) (Fe) 6177-1996 mg/L <0.3 0.08 0.08
; Cop HACH
14 | Nitrat (NO5 tinh theo N) 355 Method mg/L <2 1.2 1.2
ol i HACH
15 | Nitrit (NO;" tinh theo N) 371 Method mg/L <0.05 0.008 0.008
HACH
16 |S 04 tinh th 8 8
unphat ( SO ti eo S) 630 Method mg/L <250
: s e HACH
17 | Amoni(NH; va NH;" tinh theo N) 385 Method mg/L <0.3 0.12 0.13
o 4o : TCVN
18 | Po kiém Natri (Na) 6196:1996 mg/L <200 85 85
: o) TCVN CFU/100
19 | Coliform 61871:2009 B <3 0 0
20 E.ColihodcConiform chiu TCVN CFU/100 <1 0 0
nhigt® 6187-1:2009 mL

8. Két luan : Két qua thir nghiém dat theo QCVN 01-1 : 2018/BYT-Quy chuén k§ thuét quéc gia vé chat

luong nude sach sir dung cho muc dich sinh hoat

Ghi chii: - Ddu (*) la chi tiéu dwoc cong nhdn VILAS
- Déu (**) chi dp dung cho cdc don vi cdp nieée sir dung Clo lam phwong phdp khi tring.
- Chi tiéu ddnh déu ®duoc thue hién boi nha théu phu.
Hai Duong, ngay 18 thang 09 nam 2020
NGUOI LAP PHO PHONG K¥ THUAT ~/Z:0PHO,FONG GIAM POC
7 CONG TYN\C
¢ 0 COPHAN \ Qg
’_\"._’L,l," e KINH DPANH
NN i lej/ﬁ"/
Hb Thi Lan Vii Viin Kiém an Qudc Khanh
Lén ban hanh: 04 Trang 2/2
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HADUWACO

Pién thoai Lab: 02203.833.966

CONG TY CO PHAN KINH DOANH NUGC SACH HAI DUONG
$é 10, duong Héng Quang, phuong Quang Trung, Tp Hai Duong, tinh Hai Duong

PHIEU KET QUA THU NGHIEM
TEST REPORT

BM 12.01

Sé/No: 09.2020

—

Tén mau/Name of sample:

Nudc sach chi nhanh KDNS s6 11- tram Nam Sach

b

Tén/dia chi khach hang:

NS09.2.2: Nudc bé chira Tram Nam Sach

Name/Address of customer NS09.2.3 : Nude voi hd dan 150 Trin Phi- Nam Sach.
3. Mo ta maw/Description: Nudc sach - déng trong chai nhya 500 ml.
4. Ngay nhan maw/Date ofreceiving: 14/09/2020
5. Ngudi lay/gli mau/Sampler: CB xét nghiém di lay mau
6. Thoi gian thir nghiém/ festing time: 14/09/2020
7. Két qua thir nghiém/Test result: 24/09/2020
S QCVN 01- Két qua
TT Tén chi tiéu Phwong phap thir : 1:2018/BYT Result
No. Parameters Test method M Ngudng gioi han
Unit 1 NS09.2.2 | NS09.2.3
cho phép
e TCVN g
1 | Mau sac'*) 6185:2015 Pt-Co <15 0 0
2 | M, 10 CL.HD PP03 3 Khdng co mui, vi C6 mui Co6 mui
la clo clo
. TCVN 3 Trongkhoang
3. |pH 6492:2011 6.0-8.5 L w0
4T CL.HD.PP08 ‘e & 29.3 29.4
bé dan dién CL.HD.PP09 uS/cm - 182.6 189.2
6 | TOng chat ran hoa tan(TDS) | SMEWW 2540 C | mg/l 1000 90.7 95.3
e TCVN Trong khoéang
7 | Clo dutu do 6225-2-2012 mg/L Gt 0.5 0.4
S SMEWW
8 | Po duc 2130 B:2017 NTU <2 0.45 0.38
ik TCVN
9 | Chi s0 pecmanganat 61861996 mg/L <2 0.48 0.48
! ) TCVN 4
10 | Chloride (CI) 6104:1996 mg/L 250(hoiac 300) 14.2 14.2
s : * TCVN
11 | Dd cing, tinh theo CaCO3 6294:1096 mg/L <300 86 86
HACH
12 | Mangan (Mn) 290 Method mg/L <0.1 0.001 0.001

Cac K&t qua ilnr nghiém ghi trong plieu nay chi ¢d gia tri 61 vl mau thir nghism/Test result are valid for the submitted sample(s) only.

&

Khong duge trich din mét phén phiéu két qua thir nghiém néu khéng c6 s dong y bing vin ban cila Phéng KTCL/
The test report must not be reproduced without the written approval of Quality control department.
Tén mAu, tén khach hang digc ghi theo yéu cau ciia noi giti maw Name of sample(s) and customer are written as customer's request.

Phiéu két qua nay dugc am thanh 02 bén: 01 béan tra cho khich hing, 01 ban luu tai Phong KTCL/

The test result are printed in 02 documents; 01 document is given to customer; 01 document is stored at Quality control department

Lan ban hanh: 04

Trang 1/2




HADUWACOD

CONG TY CO PHAN KINH DOANH NUGC SACH HAI DUONG
S6 10, duomg Hong Quang, phudng Quang Trung, Tp Hai Duong, tinh Hai Duong

Pién thoai Lab: 02203.833.966

PHIEU KET QUA THU NGHIEM BM 12.01
TEST REPORT
S8/No: 09.2020
] QCVN 01- Két qua
;fg Tén chi tiéu Ph“ﬂgl.rphap Ponvi | 1:2018/BYT Result
Faromeers Wost methd | - Ngubng gi01 | ngg9 22 | NS09.2.3
han cho phép
P ) TCVN
13 | Sat (Ferrum) (Fe) 6177:1996 mg/L <0.3 0.07 0.07
: =1 HACH
14 | Nitrat (NO5 tinh theo N) 355 Method mg/L <2 1.2 12
= 3 HACH
15 | Nitrit (NO;" tinh theo N) 371 Method mg/L <0.05 0.007 0.008
HACH
2
16 | Sunphat ( SO4 . tinh theo S) 630 Method mg/L <250 9 9
. AR HACH
17 | Amoni(NH; va NH tinh theoN) | oo e o mg/L <0.3 0.11 0.11
i : TCVN
18 | Po kiém Natri (Na) 6196:1996 mg/L <200 90 90
i TCVN CFU/100
19 | Coliform 61871:2009 = <3 0 0
5o | E-ColihodcConiform chiu TCVN CFU/100 o 6 0
nhiét® 6187-1:2009 mL

8. Két luan : Két qué thir nghiém dat theo QCVN 01-1 : 2018/BYT-Quy chudn k¥ thuat qudc gia vé chét

Ghi chu:

lugng nudc sach sit dung cho muc dich sinh hoat

- Déu (*) la chi tiéu dwoc cong nhén VILAS

- Déu (**) chi dp dung cho cdc don vi cdp nuore sir dung Clo lam phwong phap khir trimg.
- Chi titu ddnh ddu ®awoc thuc hién boi nha thau phu.

H6 Thj Lan

Hdi Duong, ngay 24 thang 09 nam 2020

PHO PHONG KY THUAT
Vi
NN :
i

Vii Vin Kiém

PHO TONG GIAM POC

KINH DOANH
NUOC SACH
\HAI DUONG

~

S

*
o

1/ Qudc Khanh

Lin ban hanh: 04

Trang 2/2




