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; Dién thoai Lab: 02203.833.966 7/, /o
HADUWACO VILAS 1290
PHIEU KET QUA THU NGHIEM BM 12.01
TEST REPORT
S6/No:09.2020

1. Tén mau/Name of sample:

Nudc sach Chi nhanh KDNS s6 9 Thanh Mién

2. Tén/dia chi khach hang:
Name/Address of customer

TMO09.1.2: Bé chira Chi nhanh KDNS s6 9 Thanh Mién
TMO09.1.3: Thdn Vin Diém — Hung Thai — Thanh Mién - HD

3. Mo ta mau/Description:

Nudc dong trong chai nhya 500 m/

4. Ngay nhan mau/Date of receiving:

11/09/2020

5. Nguoi lay/glri mau/Sample taking:

M3u do K§ Thuétchi nhanh mang 1én

6. Thoi gian thir nghi€m/ resting time:

11- 16/09/2020

7 Két qua thir nghiém/Test result:

QCVN 01-1 Két qua
TT Tén chi i Phuoh | ponvi | :2018/BYT Result
No. Characteristic phap Unit Ngudng gidi
Test method han cho phép | TM09.1.2 | TM09.1.3
. L (*) TCVN T 1 5
LT 61852015 | 6 .
2 | Mui, vit® CL HD PPO3 i Khong c6 mii, | €6 mui C6 mui
vi la Clo Clo
" TCVN ) Trongkhoang
3| pH 6492:2011 6,0-8.5 i 1.28
4 |T° CLHDPPO8 | °C 30,2 30,3
5 | Do din dién CL.HD.PP09 | uS/cm 182 180
6 |Téngchitrinhoatan (TDS) | “pecy’ | mg/L 1000 91 90
* TCVN 6225- Trong khoédng
7 | Clo du tu do 29012 mg/L 02-1,0 0,5 0,2
L SMEWW
8 | Do duc 2130 B:2017 NTU 2 0,25 0,5
vk TCVN
9 | Chi sO pecmanganat 6186:1996 mg/L 2 0,32 0,32
e TCVN ;
10 | Chloride (CI) 6194 - 1996 mg/L 250(hodc 300) 21,3 21,3
~ - r (*) TCVN
11 | Do cing, tinh theo CaCOs 6224:1996 mg/L 300 94 94
HACH
12 | M Mn m, 0,1 0,017 0,017
Sngiiiny 200 Method | ™" ’
- Cic két qua thir nghiém ghi trong phiéu nay chi co gid trj ddi véi mau thir nghiém/Test result are valid for the submitted sample(s) only.
- Khéng duge trich din mdt phin phicu ket qua thir nghiém neu khong ¢é sir dong ¥ bing vin bin ctia Phong KTCL/
The test report must not be reproduced without the writlen approval of Quality control department.
- Tén miu, tén khich hing duge ghi theo yéu cau cla noi giri maw/ Namie of sample(s) and customer are written as customer's request.
- Phiéu két qui nay duge lam thanh 02 ban: 01 ban tr cho khich hang, 01 ban luu tai Phong KTCL/
The test result are printed in 02 documents; 01 document is given Io cusiomer; 01 document is stored at Quality control department
Lén ban hanh: 04 Trang 1/ 2




CONG TY CO PHAN KINH DOANH NUGC SACH HAI DUONG
S6 10, dwong Héng Quang, phuong Quang Trung, Tp Hai Duong, tinh Hai Dwong
Dién thoai Lab: 02203.833.966
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HADUWACO

PHIEU KET QUA THU NGHIEM BM 12.01
TEST REPORT
S6/N0:09.2020
QCVN 01-1 Két qua
TF Tén chi tiéu I;lh'u'o’lll]g,’ Don vi :2018/BYT Result
No. Characteristic Tp Ap fnk " Unit Ngwong gidi TM09.1.2 | TM09.1.3
est methoa han cho phép -L 1.
13 | Skt (Ferrum) (Fe)” 61T8§2V3I] ; | mer 03 0,01 0,01
14 | Nitrat (NOs™ tinh theo N) CL.HD.PP03 mg/L 2 L3 1.3
15 | Nitrit (NO," tinh theo N) ; 41;2:_‘2’182 | mer 0,05 0028 | 0,028
16 | Sunphat CLHD.PP0S8 | mg/L 250 8 8
17" | Amoni(NH;va NH." tinh theo N) | CL.HD.PP09 | mg/L 0,3 0,01 0,013
18 | D kiémNatri (Na) S%Egvg mg/L 200 85 85
o () TCVN 6225- | CFU/100
19 | Coliform e mL <3 0 0
E.Colihodc Conform chju SMEWW CFU/100
20 B <1
nhigt® 2130B:2017 | mL 0 :

8. K&t luan : C4c chi tiéu déu dat so v6i:QCVN 01-1:2018/BYTQuy chuén k¥ thuat quc gia vé Chat luong muréie
sach sir dung cho muc dich sinh hoat. -
Ghi chii: - Dau® la cde chi tiéu d dupe cong nhén chudn VILAS

- Déiu (**) chi dp dung cho cdc don vi cdp mude stk dung Clo lam phwong phdp khir trim 2.

- Déu (***) chi dp dung cho vang ven bién va hai déo.

- Chi tieu ddnh déau ™ dwoc thuc hién béi nhd théu phu.

Hdi Duong, ngay 20 thang 09 ndm 2020

NGUOI LAP PHO PHONG KY THUAT X
/ 2 /CONG TY'\,
Pl ul % Pﬁf) co P?;E;N .
e 7 = KINH DORNH
o e NUGC SAcH
Nguyén Pat Khéi Vii Vin Kiém Qudc Khanh

= Céc két qui thir nghiém ghi trong phiéu nay chi cb gid trj ddi véi mau thir nghiém/Test result are valid for the submitted sample(s) only.
- Khong dirge trich din mot phan phiéu két qua thir nghiém néu khéng o6 sir dong y bing vin bin ciia Phong KTCL/
The test report must not be reproduced without the written approval of éua.’fty control department.
- Tén may, tén khdch hang dugc ghi theo yéu ciu cia noi gui maw/ Name of sample(s) and customer are written as customer's request.
- Phiéu két qui nay dugc lim thanh 02 ban: 01 bin trd cho khach hang, 01 ban hru tai Phong KTCL/
The test result are printed in 02 documents; 01 document is given to customer; 01 document is stored at Quality control department

Lan ban hanh: 04 Trang 2/ 2




CONG TY CO PHAN KINH DOANH NUG
86 10, duomg Hong Quang, phuong Quang Trung, T P Hm,_/ o’ng—_i\u\
Dién thoai Lab: 02203.833.966

$ \\_—,//!

. VILAS 1290
HADUWACO
PHIEU KET QUA THU NGHIEM BM 12.01
TEST REPORT
S6/N0:09.2020

1. Tén mau/Name of sample:

Nudc sach Chi nhanh KDNSs6 9 Thanh Mién

2. Tén/dia chi khach hang:
Name/Address of customer

TMO09.2.2;: Bé chira Chi nhéqh KDNS sé 9 Thar}h Mién
TM09.2.3:Vil Dinh S§ — Doan Két — Lién Hong - Hong Phong -

™

3. M6 ta mau/Description:

Nudc dong trong chai nhya 500 m/

4. Ngay nhan mau/Date of receiving:

23/09/2020

5. Ngudi 1ay/giri mau/Sample taking:

Mau do CB xét nghiém di kiém tra va ldy truc tiép

6. Thoi gian thir nghiém/ testing time:

23— 28/09/2020

7 Két qua thir nghiém/Test result:

QCVPN 01-1 Két qua
EL Tén chi tiéu I;lh,wutl;lg, Don vi :2018/BYT Result
No. Characteristic Tp tap thlr " Unit Ngudng gidi
est methoa han cho phép | TM09.2.2 | TM09.2.3
Ry TCVN
1 | Mau sac 6185:2015 TCU 15 3 3
ST o] 4 Khéng c6 mui, | Co6 mui Co6 mui
2 | Mui, vi CL.HD.PPO03 vils Clo Clo
%) TCVN i Trongkhoang
L 6492:2011 6,0-8,5 e L
o CLHD.PPOS | °C 29,1 28,9
5 | D3 dan dién CLHD.PP09 | pS/cm 188 190
6 | Tong chat rén hoa tan (TDS) Sggfém mg/L 1000 94 95
*H 0" TCVN 6225- Trong khoéng =
7 | Clo du tu do 29012 mg/L 02-1.0 0,8 0,3
Rl %) SMEWW
& | Bo duc 2130.B:2017 NTU 2 0,8 0,8
5 K TCVN
9 | Chi s0 pecmanganat 6186:1996 mg/L 2 0,32 0,32
i = 3 (ttt) TCVN -
10 | Chloride (CI) 6194 - 1996 mg/L | 250(ho3c 300) 21,3 21,3
R : * TCVN =
11 | Do cung, tinh theo CaCO; 6224-1996 mg/L 300 96 96
HACH
12 0,0 2
Mangan (Mn) 290 Method mg/L 0,1 ,02 0,0

- Cic két qua thir nghiém ghi trong phiéu nay chi ¢o gid trj ddi véi miu thir nghigm/Test result are valid for the submitted sample(s) only.
- Khong dugc trich dan mét phan phicu ket qua thir nghiém néu khéng cé sy dong ¥ bing vin ban cia Phéng KTCL/
The test report must not be reproduced without the written approval of Quality control department.

- Tén may, tén khach hang dugc ghi theo ydu cau cia noi gii maw/ Name o
- Phiéu két qua nay dugc lam thanh 02 ban: 01 ban tra cho khich hang, 01

The test result are printed in 02 documents; 01 document is given to customer; 01 document is stored at Quality control department

sample(s) and customer are written as customer's request.
in huru tai Phong KTCL/

Lén ban hanh: 04

Trang 1/ 2




CONG TY CO PHAN KINH DOANH NUGC SACH HAI DUONG
S 10, dudng Hong Quang, phuong Quang Trung, Tp Hai Duong, tinh Hai Duong
Pién thoai Lab: 02203.833.966

HADUWACO
PHIEU KET QUA THU NGHIEM BM 12.01
TEST REPORT
S6/No:09.2020
QCVN 01-1 Két qua
L Tén chi tiéu fhhé‘:’;';lg& Ponvi | :2018/BYT Result
No. Characteristic Unit Nguwdng gidi
Test method Es eho phio TMO09.2.2 | TM09.2.3
. ™ TCVN
13 | Sat (Ferrum) (Fe) 6185:2015 mg/L 0,3 0,01 0,01
14 | Nitrat (NO;3" tinh theo N) CL.HD.PPO3 | mg/L 2 1,1 1,0
e I TCVN
15 | Nitrit (NO," tinh theo N) 64922011 mg/L 0,05 0,021 0,022
16 | Sunphat CL.HD.PPO8 | mg/L 250 9 9
17 | Amoni(NH;va NH," tinh theoN) | CL.HD.PP09 | mg/L 0,3 0,12 0,13
i : SMEWW
18 | P kiémNatri (Na) 2540 C mg/L 200 90 90
- CFU/100
19 Cohform‘#) TCVN 6225- <3
2:2012 mL 0 »
E.Coliho#c Conform chiu SMEWW | CFU/100
o1 ey <1
nhiét™ 2130B:2017 | ™ 0 ?

8. Két lu4n : Céc chi tiéu déu dat so véi QCVN 01-1:2018/BYTQuy chuén k¥ thuat quéc gia vé Chat luong nudc
sach sir dung cho muc dich sinh hoat.
Ghi chit: _ Déu® 14 cdc chi tiéu da diwoc cong nhdn chudn VILAS

- Dd:u (**) chi dp dung cho cdc don vi ccfp nude str dung Clo lam phuong phdp khir triing.

- Déu (¥**) chi dp dung cho viing ven bién va hai dao.

_ Chi tiéu danh déu @ duwoc thue hién béi nha thau phu.

Hai Duwong, ngay 30 thang 09 nam 2020

NGUOI LAP PHO PHONG KY THUAT
/7 2 M
Nguyén Pat Khéi Vii Vin Kiém

- Céc két qué thir nghiém ghi trong phicu nay chi co gid tri d6i v&i mau thir nghiém/Test result are valid for the submitted sample(s) only.
- Khéng dirge trich dan mét phin phiéu két qua thir nghiém néu khéng ¢ sy dong ¥ bing vin bin cua Phong KTCL/
The test report must not be reproduced without the written approval of Quality control department.
- Tén miu, tén khach hang dugc ghi theo yéu cdu cia noi giri maw/ Name of sample(s) and cuslomer are writlen as customer s request.
- Phiéu két qué nay duge [am thinh 02 ban: 01 bin tré cho khach hang, 01 ban luu tai Phong KTCL/
The test result are printed in 02 documents; 01 document is given [0 customer; 01 document is stored at Quality control department

LAn ban hanh: 04 Trang 2/ 2



